CONTRACTOR TO MOVE PLUGS
AND DATA POINTS TO CORRECT
POSITIONS AS INDICATED ON DRAWINGS.

RESET SWITCHES

1 x NORMAL SWITCH SOCKET OUTLET
1 x DEDICATED 3 PIN SWITCH SOCKET OUTLET
1 x TWO PIN SOCKET OUTLET
1 x RJ45 DATA CUTLET(CATS6)

USB COMBINATION TYPE C+A
DATA PASS THRU PIVOT EVO RANGE

TV POINT &SSO AT HIGH LEVEL
UNDER CEILING AT 2000 mm
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A1CXI POWER OUTLET AT WORKSTATION CONSIST OF: x 81
e 2xRESET SWITCH
e 1 xDEDICATED 3 PIN SWITCH SOCKET OUTLET
e 1xTWO PIN SOCKET OUTLET
e 1xRJ45DATA OUTLET
e 1xRJ11 TELEPHONE OUTLET
e 1xCABLE BYPASS MODULE
A2 POWER OUTLET IN MEETING ROOMS CONSIST OF: x 0 (But allow for 2)
e 1xRESET SWITCH
e 3 xNORMAL 3 PIN SWITCH SOCKET OUTLET
e 1xTWO PIN SOCKET OUTLET
e 1xVGAPLUS AUDIO CONNECTOR
e 1xHDMI COUPLER
——
TELEPHONE POINT x 101
COMPUTER TERMINAL x 101
DEDICATED SWITCH SOCKET OUTLET x101
NORMAL SWITCH SOCKET OUTLET x 124
ALL MOUNTED ON POWER SKIRTING
INPUT CABLES:
1 x DEDICATED 4,5m LENGTH
1 x NORMAL 4,5m LENGTH
v NORMAL 16A SWITCH SOCKET
OUTLET RECESSED IN WALL x 2
A& SINGLE PHASE ISOLATOR x 2
A EXISTING NORMAL 16A SWITCH SOCKET
OUTLET TO BE REPLACE TO SUIT NEW SSO x 12
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